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	Customer Advice Notice
	Revision


	To:
	CAN Energy Traders
	From: 
	The System Operator

	Sent:
	11-may-2011 19:12
	Telephone:
	0800 488 500

	Ref:
	538906440
	Facsimile:
	07 843 7176

	
	
	
	

	Revision of: CAN, 538863833, 11-may-2011 18:32, Discretionary Constraints have been applied


	

	Discretionary Constraints have been applied


	

	The System Operator wish to advise participants that in order to meet their PPO's Discretionary Constraints have been applied.

The value of the constrained-on MW could change without further notice.

MW Constrained: 22 MW

Start Time for Constraint:17:31

End Time for Constraint: 19:11

 …


	


A revision of this notice will be issued if there is any change to the situation above.
Limitation Of Liability/Disclaimer

Transpower make no representation or warranties with respect to the accuracy of the information contained in this document. Unless it is not lawfully permitted to do so, Transpower specifically disclaims any implied warranties of merchantability of fitness for any particular purpose and shall in no event be liable for, any loss of profit or any other commercial damage including but not limited to special incidental, consequential or other damages.
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